MOSS GAS DETECTOR: 














THE MOST COMMON ALARM IS A FLOW ALARM.














GAS DETECTOR ALARM RESET:








�


  1.   PRESS ALARMLIST








  2.   PRESS ALARM ACKNOWLEDGE








  3.   ADJUST THE  FLOW TO 90 % - 


        GLASS TUBE ON THE FAR RIGHT








  4.   PUSH AUTO


